POWER SUPPLY FROM
PS-35, MOD 3
TERMINALS 5 & 6
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ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
1817 | AATERFLOW, SPRINKLERS TB1, No. 1 | MID 16, 1-07 1-202-1
1B18 | AR R NKLERS & TB1, No. 2 | MID 16, 1-07 | 1-202-2
1B19 | NOT USED 81, No. 3 | MID 16, 1-07 | 1-202-3
1820 | RERMON, RISER AND TB1, No. 4 | MID 16, 1-07 | 1-202-4
1821 | NOT USED TB1, No. 5 | MID 16, 1-07 | 1-202-5
1822 | NOT USED TB1, No. 6 | MID 16, 1-07 | 1-202-6
1823 | FGBS (2). SECOND FLOOR TB1, No. 7 | MID 16, 1-07 | 1-202-7
1824 | NOT USED TB1, No. 8 | MID 16, 1-07 | 1-202-8
1825 | NOT USED B2, No. 1 | MID 16, 1-07 | 1-202-9
1826 | GBS, ST FLOOR, D'S (3) TB2, No. 2 | MID 16, 1-07 | 1-202-10
1827 | NOT USED TB2, No. 3 | MID 16, 1-07 | 1-202-11
1828 | NOT USED B2, No. 4 | MID 16, 1-07 | 1-202-12
1829 | NOT USED 82, No. 5 | MID 16, 1-07 1-202-13
1B30 | SD AT FACP TB2, No. 6 | MID 16, 1-07 | 1-202-14
1B31 | SYSTEM 3 FACP TROUBLE TB2, No. 7 | MID 16, 1-07 | 1-202-15
N/A | MOI RIBBON UNPLUGGED TB2, No. 8 | MID 16, 1-07 | 1-202-16
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